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18 x 8 x 4
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2 x 12VDC, 8Ah
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ADDRESS DESCRIPTION TERMINATION & NO. ADDRESS
PUMP CONTROLLER, NOT IN AUTOMATIC 81 1 MID 16 NO. 1-68 7-207-1
COMMON ENGINE TROUBLE B1 2 MID 16 NO. 1-68 7-207-2
FIRE PUMP RUNNING, TROUBLE B1 3 MID 16 NO. 1-68 7-207-3
POWER FAILURE, PUMP CONTROLLER B1 4 MID 16 NO. 1-68 7-207-4
CIRCULATING PUMP TROUBLE B1 5 MID 16 NO. 1-68 7-207-5
TANK WATER LEVEL, LOW TB1 6 MID 16 NO. 1-68 7-207-6
TANK WATER LEVEL, HIGH 81 7 MID 16 NO. 1-68 7-207-7
SMOKE DETECTOR AT "FACP” 81 8 MID 16 NO. 1-68 7-207-8
REMOTE START SIGNAL RECEIVED TB2 1 MID 16 NO. 1—68 7-207-9
WF, BLDG B2 2 MID 16 NO. 1-68 7-207-10
TANK WATER LEVEL EMPTY B2 3 MID 16 NO. 1-68 7—-207-11
DIESEL FUEL LEVEL LOW B2 4 MID 16 NO. 1-68 7-207-12
TANK LEVEL (5) B2 5 MID 16 NO. 1-68 7-207-13
SYSTEM 3 COMMON TROUBLE TB2 6 MID 16 NO. 1-68 7_207—14
FCB QUTSIDE ENTRANCE B2 7 MID 16 NO. 1-68 7-207-15
MOl RIBBON UNPLUGGED TB2 8 MID 16 NO. 1-68 7-207-16
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